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1 8/1/2022 8/1/2022 Private 2022-5789 325 325 0 Cause: A private lift station overflowed due to a faulty 

switch. Wastewater was observed flowing into a 

stormwater catch basin north of the lift station. The catch 

basin leads to a stormwater swale along Ulmerton Road. 

The swale was dry, indicating any wastewater that had 

entered the catch basin was still in the drain pipe. 

Approximately 325 gallons of wastewater entered the 

catch basin.

NA

9:45 AM 10:50 AM Actions Taken: Lift station service provider, EMS, was 

contacted immediately. EMS arrived on site, replaced a 

starter switch, and pumped down the lift station. 

Wastewater in the paved parking area around the catch 

basin evaporated quickly, leaving no debris behind. 

Samples could not be collected since the wastewater did 

not exit the drain pipe. 

Preventative Measures: The lift station overflowed due to 

a faulty switch.  The switch was replaced and the pump 

station began functioning normally. 

2 8/24/2022 8/24/2022 Private 2022-6518 96,000 48,000 0 Cause: Broken reclaimed water line at a privately-owned 

apartment complex. Flowing water caused a 15-foot wide 

hole to form, with dirt washing into the parking lot. 

Reclaimed water entered a storm drain in the McKay 

Creek drainage basin.  *This release consisted of 

reclaimed water only. 

NA

5:36 PM 7:30 PM Actions Taken: Technician shut off five valves and staked 

the area around the hole with caution tape to prevent 

accidental entry. Barricades were also installed. Staff 

pumped down hole the following day and shut down 

additional flow to the line. On August 25 staff observed 

flow in the ditch line along Wilcox leading to Church 

Creek. On August 26th there was no sign of debris or sand 

in the ditch and the expected amount of flow that 

percolated into the ground has been estimated to be 

approximately 50% of the total flow.  ES Staff removed 

remaining sand and dirt on roadway and parking lot on 

Aug. 26.

Preventative Measures: Apartment management was 

notified that the discharge was their responsibility. 

Apartment manager contacted plumber. ES will follow-up 

once repairs are final. 

96,325 48,325 NA
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