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1 10/6/2022 10/6/2022 City 2022-8142 5,000 5,000 0 Cause: Equipment malfunction involving a four-inch 
bypass hose at Lift Station #10 caused a sanitary sewer 
overflow.  Approximately 5000 gallons of wastewater 
flowed into an unnamed pond in the Allen Creek 
drainage basin.

$1,000

7:15 PM 8:15 PM Actions Taken: The area was washed down and the 
bypass valve was shut off.  Environmental Control 
collected surface water samples from the pond and 
posted warning signs around the pond.

Preventative Measures: In the future, crews will better 
inspect the conditions of the 4 inch hoses involved in this 
release, and a check valve will be used to better prevent 
back pressure from other lift stations. 

2 10/14/2022 10/14/2022 Private 2022-8508 600 600 0

Cause: A grease interceptor backed up and overflowed 
into a parking lot at McDonalds located at 7901 Ulmerton 
Rd.  Approximately 600 gallons of grease and water 
flowed over the parking lot and entered a storm drain. 
The storm drain discharge location has not been located.

NA

11:00 AM 3:00 PM

Actions Taken: Crews from FCS arrived on site and 
pumped down the grease interceptor to stop the 
overflow. They then jetted and snaked the line, but ran 
into large quantities of soil.  The lines were then televised 
to look for a break or collapsed pipe. The GI was 
monitored over the weekend and pumped down when 
needed.  The restaurant closed indoor dining to reduce 
water usage. 

Preventative Measures:  The line from the grease 
interceptor to the main had collapsed.  This line was 
replaced and the grease interceptor is functioning 
properly. 

3 10/24/2022 10/24/2022 City NA 50 0 10

Cause:  Crew arrived at location and found overflow 
evidence and manhole 46-5020 seeping at rate of 5 gpm.  
Line was jetted; grease appeared to be the cause. An 
estimated 50 gallons of raw sewage was released, 
however no storm drain or surface water body was 
impacted. $1,000

1:40 PM 1:50 PM

Actions Taken: ES staff cleared blockage; washed and 
vacuumed up area.  No storm drains or water bodies 
were impacted.  No sampling was needed. 
Preventative Measures: Line was jetted and will be 
CCTVed on 10/25/22.  Information on grease disposal will 
be sent to residents in the area.

5650 5600 10 $2,000
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