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1 2/3/2023 2/3/2023 Private NA 90 0 0 Cause: Grease interceptor overflowed into a ditch.  No 
waterways or stormdrains effected. Approximately 90 
gallons of wastewater and grease released. 

$0

8:25 AM 2:00 PM Actions Taken: Area cleaned, grease interceptor pumped 
out to prevent future overflow. 

Preventative Measures: Located blockage in line, which 
was cleared.

2 2/3/2023 2/3/2023 Private 2023-1025 1,700 1,700 0 Cause: A line blockage caused a private lift station to 
overflow, releasing approximately 1700 gallons into a 
stormdrain. The stormdrain flows to a ditch leading to 
Long Bayou. The blockage was caused by rags, paper, and 
grease from an apartment complex. 

$0

12:16 PM 1:35 PM Actions Taken: A vac truck pumped 2100 gallons from the 
wet well to stop the overflow, and a downstream 
blockage was cleared. Signs were posted and 
Environmental Services sampled the surface water.

Preventative Measures: The line blockage was cleared. 

3 2/4/2023 2/4/2023 Private 2023-1044 1750 1750 0 Cause:  Private lift station overflowed, releasing 
approximately 1750 gallons into a stormdrain flowing to a 
tributary of Long Bayou. The overflow occurred after 
pump failure or malfunction. 

$0

8:10 AM 11:05 AM
Actions Taken: A vac truck pumped down the wet well to 
stop the overflow, and remained available to prevent any 
additional overflows until the pumps could be repaired or 
replaced.  A lift station service provider was called to 
inspect and repair the pumps. Signs were posted and 
surface water samples collected. 
Preventative Measures: Pumps will be repaired or 
replaced.

4 2/27/2023 2/27/2023 City NA 10 0 10 Cause: Vehicle struck an air release valve at city lift station 
#25, causing the valve to leak. No active release was 
observed, but a small pool of water was located under the 
damaged valve. No wastewater left the site or reached 
any stormdrain or waterway.

$0

12:53 PM 12:53 PM Actions Taken: The area was vacuumed and cleaned.
Preventative Measures: This valve is located along a 
public sidewalk and is designed to sheer off  if hit by a 
vehicle.  Protective bollards cannot be installed without 
causing a traffic hazard. 

3,550 3450 10 $0
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